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Partial discharges are a transient phenomena whose measurement is remarkably important for
electrical equipment diagnosis and maintenance. These discharges appear in the measurement circuit
as very narrow current pulses of some nanoseconds. Therefore, discharge pulse detection is a
particularly difficult problem, especially because they are superposed on the high voltage
waveforms that cause them. In this paper, we present an inductively coupled probe able to measure
this physical phenomenon by means of a very simple and inexpensive device that can be installed
in the equipment under test. After modeling the probe, its response will be compared to that of
commercial devices using both calibrated discharges and partial discharges occurring at real
power. © 2008 American Institute of Physics. �DOI: 10.1063/1.2924207�

I. INTRODUCTION

The reliability of electrical equipment is an issue of pro-
found interest nowadays because an unexpected failure may
cause high economic costs in many industrial applications.
The long-term behavior of power cables and electric ma-
chines is mainly determined by their insulation systems,
whose integrity should be assured as much as possible.

Despite the fact that it is possible to measure the electric
withstand capability from electrical equipment—electric
breakdown strength—its aging is a cumbersome problem
greatly affected by partial discharges �PDs�. These are local
electrical breakdown phenomena located at sites less capable
of withstanding electric field or those subjected to an en-
hanced one.1 Partial discharges are a rapid flow of charge
carriers lasting some nanoseconds that do not provoke a di-
rect failure of the whole dielectric, but provide electrical ag-
ing by means of ionic bombardment and chemical attack.2

This is the reason why there is great interest in measuring
this phenomenon, as it may help in predictive maintenance.

Currently, normalized measurements are made by means
of capacitive dividers, whose bandwidth is limited to the
100–500 kHz range3,4 They are able to measure PD magni-
tude and its phase occurrence referring to the power fre-
quency, but their bandwidth limitations do not allow mea-
surement of the waveforms of the partial discharge
propagation.5

Ultrasonic and rf probes have been proposed to measure
PD in electrical machines. Unfortunately, they require dis-
mantling the machine and considerable operator skills to en-
sure that one coil is in good condition.6

There have been serious efforts to measure PD pulse
waveforms since they seem to provide information regarding
insulation diagnosis,7 but their detection is difficult in real
industrial environments where these high frequency and low
amplitude pulses, with frequency spectra ranging from
100 kHz to 100 MHz, appear superposed to power fre-
quency high voltages and currents. One solution is the use of
high frequency current transformers �HFCTs� because they

provide galvanic isolation and have high bandwidths capable
of measuring PD pulse waveforms. However, they are based
on expensive high frequency ferromagnetic materials that
must show as low hysteresis as possible and, for some power
ratings, they may saturate when connected to wires with high
currents. These are the reasons to try to replace this device
with an air-cored high frequency transformer, but as there is
no ferrite core to concentrate the flux in, its sensitivity, up to
now, is very low for detecting PDs.6

Another configuration to measure partial discharges is
based on a self-integrating Rogowski coil. This probe uses a
simple resistor to separate the poles of the frequency re-
sponse and obtains a frequency window where the signal is
integrated.8 The configuration has low sensitivity without
amplifiers and the equivalent circuit requires a more complex
model.9

This paper proposes a nonmagnetic core inductive de-
vice able to detect partial discharges at insulation systems in
electric equipment. The probe location assures a better sen-
sitivity than previous air-cored transformers while being a
cheaper solution to detect fast PD transients. The theoretical
approach to the probe response justifies its good behavior.
The probe sensitivity, measurement reproducibility, and lin-
ear response will be demonstrated detecting known PD
events. Finally, its capability to detect high frequency pulses
when different ac high voltage levels are applied to an insu-
lation system is tested.

II. PROBE DESIGN AND OPERATING PRINCIPLE

The total length of the loop plays an essential role on the
design of the sensor. By assuming a maximum frequency
value for the partial discharge pulse of 100 MHz, the maxi-
mum length of a conductor to be modeled by a lumped pa-
rameter equivalent circuit is about 0.3 m, that is, one-tenth of
the basic wavelength value that amounts to 3 m. Under this
constraint, there will not be reflections in the probe. The final
prototype, printed on a circuit board, is a loop 12 cm long
and 0.9 cm wide, Fig. 1, thus yielding a total length of
25.8 cm that fulfills the maximum length constraint. The
wire conducting the partial discharge signal is attached toa�Electronic mail: grobles@ing.uc3m.es.
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two connectors and a coaxial connector is used as the output
of the probe. The sensor operates directly upon two Maxwell
equations, usually termed as Ampère and Faraday laws. Ac-
cording to the first law, the current flowing through the main
conductor creates a magnetic field of circular shape. As the
partial discharge is a sudden charge transfer inside the
dielectric10 that appears as a very short duration current pulse
in the measuring circuit, the variation of the corresponding
magnetic field induces a voltage at the ends of the turn. This
voltage is proportional to the derivative of the current in the
main wire, Eq. �1�, so it should be integrated to obtain the
signal corresponding to the partial discharge. M is the mutual
inductance between the turn and the main conductor and i is
the primary current.

e = M
di

dt
. �1�

The shape of the loop has been chosen after a study of how
the geometric parameters affect the mutual inductance. By
assuming that the main wire is infinitely long, M can be
written as

M =
�0

2�
l1 log

l2 + a

a
, �2�

where the parameters are shown in Fig. 1.
To maximize M and hence, the sensitivity of the probe,

l1 and l2 should be as long as possible and a should be the
smallest distance. In the design, a is defined as the distance
between the middle lines of the conductors and its value is
1.016 mm �0.04 in.�. The widths of the conductor of the turn
and the main conductor are 0.381 mm �0.015 in.� and
1.016 mm �0.04 in.� respectively. Finally, the dimensions of
the rectangle are l1=12 cm and l2=0.9 cm.

As the total length is limited to less than 30 cm and l2

is inside a logarithm, l1 is the parameter that most
influences the mutual inductance. Finally, the corners of the
rectangle were blunted to prevent undesired electromagnetic
emissions.

III. EQUIVALENT HIGH FREQUENCY CIRCUIT

As mentioned before, in the prototype, great effort has
been made to keep the distances small compared to the
wavelength of the induced voltage. Therefore, the electric
circuit can be considered with lumped parameters, as shown
in Fig. 2. This schematic is a variation of the equivalent
circuit in T for a transmission line. The induced voltage is
termed e and R and L are the total resistance and inductance,
whereas C1 and C2 are the total capacitances between the
long sides and the short sides of the rectangle, respectively.
By estimating these parameters and solving the transfer func-
tion between the output and input voltages would give the
self-resonance frequency of the system. This frequency

should be much higher than the highest frequency of consid-
eration in the spectrum of the partial discharge signal to
avoid oscillations.

The electric parameters are calculated for a simplified
loop such as that shown in Fig. 1. The width of the conduc-
tors is termed h in the equations.

The resistance depends on frequency and it is modified
by the skin depth in the conductor. Considering the shape of
the conductor as a strip with thickness d and width h, the
general formula for the internal impedance is11

Zi =
1 + j

2h
Rsl

cos�d/2��cosh�d/2�� + j sin�d/2��sinh�d/2��
cos�d/2��sinh�d/2�� + j sin�d/2��cosh�d/2��

�3�

with

Rs =
1

��
, �4�

where Rs is the surface resistance, � is the skin depth, � is
the conductivity of copper, d=35 �m, and l is the length of
the conductor.

The resistance of the conductor is obtained from the real
part of Eq. �3� and is shown in Eq. �5�.

Ri =
li

2h
Rs

e−2d/� + 4e−d/� cos�d/2��sin�d/2�� − 1

e−2d/� − 2e−d/� cos�d/�� + 1
. �5�

With these considerations, two resistances in function of
the skin depth, and hence, in function of the frequency, are
obtained. They are defined as R1 for the long sides with
li=2l1, and R2 for the short sides of the rectangle with
li=2l2. In the schematic, R=R1+R2.

The capacitance between the long lines is calculated
with Eq. �6� considering that �r=4.5 is the relative permit-
tivity of the dielectric FR-4, which is the base of the printed
circuit board.12,13

C1 =
��r�0l1

ln�2l2

h
� = 3.896 pF. �6�

Analogously, the capacitance between short lines is based on
Eq. �7�.

C2 =
��r�0l2

ln�2l1

h
� = 0.1748 pF. �7�

With C1�C2, this last capacitance can be considered negli-
gible, so C=C1 for the following calculations.

l1

l2a

FIG. 1. Geometric parameters in the inductive sensor. +
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FIG. 2. Electric equivalent circuit.
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The inductance can be calculated considering the rela-
tion between the inductance and capacitance per unit length,
Ll and Cl,

12,13

LlCl = �� , �8�

with �=�0 for the dielectric FR-4. Hence,

L1 =
�l1

�
ln�2l2

h
� = 185.06 nH �9�

and

L2 =
�l2

�
ln�2l1

h
� = 23.2 nH. �10�

In Fig. 2, L=L1+L2=208.26 nH.
Additionally, the internal inductance in the strip conduc-

tor might contribute to the total inductance. It can be calcu-
lated from the complex part of the impedance Zi, Eq. �3�. It
depends on the frequency so, when this is increased, the
inductance drops. In the frequency range of interest, the val-
ues are 2.49 nH at 1 MHz and 1.43 nH at 100 MHz which
are negligible compared to inductance L and definitely are
not considered in the model.

The mutual inductance for one turn follows Eq. �2�, re-
written below for the sake of clarity.

M =
�0

2�
l1 log

l2 + a

a
= 54.9 nH. �11�

Hence, in Fig. 2, e=54.9�10−9di /dt. Although the gain
given by the mutual inductance might seem dramatically
low, signals with frequencies in the band of megahertz would
give induced voltages of millivolts that are easily measured
even without amplifiers.

As far as the transfer function between output voltage
and induced voltage is concerned, solving the circuit in Fig.
2, yields

Vout

E
=

2

LCs2 + RCs + 2
, �12�

where Vout is the Laplace transformation of vout�t� and E is
the transformation of the induced voltage. Bear in mind that

from Eq. �5�, the resistance R depends on frequency and this
is considered in the plot. Substituting the electric parameters
in the function, the complex pole is found at 250 MHz,
which is sufficiently far from the frequency content in a par-
tial discharge, Fig. 3. At the frequencies of interest, the gain
is 0 dB and the output voltage is directly the induced voltage
in the loop.

IV. CALIBRATION

To validate Eq. �11�, a simple setup was designed. An
Agilent 33120A signal generator was connected to a 110 �
resistor to limit the current, and to the main conductor of the
prototype. The peak voltage was set to 2 V, so the current
was 18.2 mA. The waveforms, ranging from 1 to 15 MHz,
were sinusoidal so that the derivative could be easily found.
The output of the sensor was connected to the 50 � input of
an oscilloscope and amplitudes were taken in the frequency
sweep. Linearity in the relation between input and output
was held in the frequency range with the peak of vout increas-
ing 6.25 mV /MHz. For sinusoidal waveforms, the amplitude
of the output voltage is V=M	I, then,

M =
V

	I
=

6.25 � 10−3

2�106 � 18.2 � 10−3 = 54.65 nH. �13�

This result guarantees that the mutual inductance obtained
with Eq. �2� is valid and allows us to calculate the current
through the main conductor by simply integrating the voltage
and dividing it into M.

In order to measure charge transfer—in pC—through the
dielectric, a calibration procedure is needed previous to any
high voltage measurement,6 to correlate the magnitude of the
transferred electrical charge inside the insulation with the
voltage signal detected by the sensor in the external circuit.
This is accomplished by using a standardized PD calibrator
connected in parallel to the equipment under test that injects
a charge of known magnitude by means of a low signal volt-
age pulse in absence of applied voltage, Fig. 6. Two different
levels of apparent injected charge have been used in this
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FIG. 3. Frequency response for the inductive probe with the dimensions
given in Sec. II.
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FIG. 4. Voltage signal obtained with the probe and the same signal inte-
grated for a 100 pC pulse.
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calibration to both establish the minimum sensitivity or de-
tection threshold of the probe, and to compare both signals
detected with the probe.

The first plot in Fig. 4 shows the signal obtained with the
sensor for a pulse of 100 pC. The second plot is the signal
integrated and divided into M. Figure 5 is the same for a
calibration pulse of 500 pC. The peaks of these currents are
1.446 and 7.135 mA for 100 and 500 pC, respectively. This
corroborates the fact that one is five times greater than the
other. Notice that the sensor output is directly connected to
the oscilloscope and the use of an amplifier is not necessary.
The integration is made offline with MATLAB using the raw
data from the oscilloscope. Integration behaves as a low pass
filter so, when the output signal is processed, noise is re-
duced. In the whole acquisition setup, no additional filter is
required.

V. PULSE MEASUREMENT

Partial discharges are measured with the setup shown in
Fig. 6. A high voltage transformer capable of reaching peaks
of 100 kV is connected to a planar electrode. A dielectric
provides insulation between the electrode and ground. The
inductive sensor and a commercial high frequency current
transformer are placed in the wire to ground. The outputs of
the two probes are connected to a Tektronix TDS 5032B

oscilloscope with coaxial cables of the same lengths and the
output of the HFCT transformer is also connected to a com-
mercial partial discharge measuring system. Additionally, the
high voltage transformer has a capacitive divider to connect
another traditional partial discharge measuring system with
characteristics similar to the first one. These two systems are
connected to compare measurements and, hence, guarantee
that partial discharges are effectively happening and their
waveform and nature are known.

Figures 7 and 8 show two partial discharge pulses pro-
duced on the test specimen at 1700 and 2400 V, respectively.
The upper plot is the signal measured with the high fre-
quency transformer and the lower plot is the signal obtained
with the probe, integrated and divided into the mutual induc-
tance. It can also be appreciated how higher voltages lead to
higher amplitudes in the partial discharges. These figures
demonstrate that the inductive sensor measures this transient
phenomenon accurately.
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FIG. 6. Experimental setup for partial discharge testing.
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FIG. 7. Current pulse corresponding to a partial discharge at 1700 V mea-
sured with a high frequency transformer �above� and the same signal in
amperes captured with the sensor and integrated �below�.
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FIG. 5. Voltage signal obtained with the probe and the same signal inte-
grated for a 500 pC pulse.
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FIG. 8. Current pulse corresponding to a partial discharge at 2400 V mea-
sured with a high frequency transformer �above� and the same signal in
amperes captured with the sensor and integrated �below�.
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VI. DISCUSSION

A partial discharge measuring sensor was designed, con-
structed, calibrated, and tested. The device is based on an
inductively coupled probe and is able to detect partial dis-
charge pulse waveforms accurately. The device works inside
the appropriate bandwidth and represents a simple and cheap
alternative for detecting these high frequency pulses. Since it
measures the pulse derivative, an offline signal integration
has been done. Future works will be aimed at comparing
different approaches to obtain the original PD waveform in-
tegrating the signal given by the sensor and at exploring the
possibility of maximizing the sensitivity by modifying the
geometry.
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